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ROOM 4B-141 — FIRE PROTECTION (THS SHEET ONLY)
SCALE: 1/7° = 10" 7 (1) CONNECT TO NEAREST EXISTING SPRINKLER PIPING AND ADD A
ROOM 4B-132 - FIRE PROTECTION ————— PENDENT SPRINKLER HEAD TO PROVIDE COVERAGE IN ACCORDANCE
SCALE. /7 = 10 - WITH NFPA 13.
8 - © © REMOVE EXISTING PENDENT SPRINKLER HEAD AND REINSTALL AT A
o Q s — @ MINIMUM OF 4” FROM WALL IN ACCORDANCE WITH NFPA 13.
H / | - , (3) REMOVE EXISTING PENDENT SPRINKLER HEAD AND RELOCATE
5 | — | /1 % Q APPROXIMATELY 12 INCHES FROM ADJACENT LIGHT.
g PHARMACY REMOVE EXISTING PENDENT SPRINKLER HEAD AND ROUTE PIPE TO
5 - AANB—108 : NEW HEAD LOCATIONS. HEADS SHALL BE INSTALLED IN ACCORDANCE
= : ) WITH NFPA 13.
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? ? GENERAL NOTES:
CORRIDOR (THIS SHEET ONLY)
ool WO | RECEPTION 1. ALL MATERALS AND EQUIPMENT USED ON THIS PROJECT SHALL BE
: 4A—133 UL LISTED AND FM APPROVED.
2. EXISTING PIPING IS THREADED SCHEDULE 40 BLACK STEEL PIPE. NEW
~ PIPING SHALL MATCH EXISTING.
38 ® 3. EXISTING PIPING WILL BE PERMITTED TO BE REUSED BUT FITTINGS
o O AND HEADS SHALL BE NEW.
S cr, 4. ALL PIPING AND EQUIPMENT INSTALLED ON THIS PROJECT SHALL BE
! % ] INSTALLED IN ACCORDANCE WITH NFPA 13 AND VA FIRE PROTECTION
< ' DESIGN GUIDE
- _ 5. ALL NEW PENDENT HEADS INSTALLED SHALL BE ON A RETURN BEND
= $ PHARMACY CONFIGURATION.
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